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Multiinteed Planning

3. The AC commutating voltage Is the
parameter which best reflects the
Interaction between a dc system and Its
connected ac system.

3 The ability of a dc link to affect a remote
converter bus defines the level of
Interaction.

3 Simple and understandable desirable.



